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NAMEPLATE DATA ADDITIONAL EQUIPMENT !
e BE EOUIP. TYPE PRECIPITATOR RADIATORS :Es CONSERVATOR
DAIL MFG TRANS CLASS FANS TAP CHANGER
gy 0934203 IMPEDENCE H20 GOG3ED No BUSHING LOC TP :NG.OSED
xva PHASE FCYCLE 1160 Ghi. PUIPS K RECLAIMER 130 FEET
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LIQUID SCREEN TEST DATA

DATE  SEAVICE  LEVEL TEMP PV ACID I DIEL COLOR SPGR. VISUAL SEOIMENT
6/00/62 030 AC 4.7 &£ 81 AC 1.00 o 0.870 AC  CLEAR AC ROE
2r03/84 o 630 AL 34.8 AC 40 AC 1.00 AC 0.B70 AC  CLEAR AC KONE A

COMNENTS TRAMSFORNER OIL TEST DATA ACCEPTABLE, HOMEVER STUDIES INDICATE OXIDATION BY-PROOUCTS TRAPPED IN INSULATION.
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- GAS-IN-OIL ANALYSIS { GAS CHROMATOGRAPHY EXPRESSED IN PPM

CARBON CARBON T01AL TOTAL
OATE  SERVICE HYDROGEN  OXYGEN NITROGEN METHANE MONOXIDE  DIOXIOE  ETHANE ETHYLENE ACETYLENE  COMBUSTIBLE GAS
1109482 N0  EZEPB 39099  TRACE H] 1088 ND 3 L 9% 82300
2/03/84 M BB73Y 34801  TRACE 91 1884  TRACE 9 Np 108 soie2
i
1261167

RECOWSENDATION 8 COMKENTS

RETEST 1 YEMR 8 B-THE ARALYSIS OF THIS SANPLE SHOUS NO SICNIFICANT INCREASE IN THE COMBUSTIBLE S45 VOLUME.
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KEY TO ABBREVIATIONS: AC — ACCEPTABLE QU — QUESTIONABLE UN — UNACCEPTABLE
AGC2F000234
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ICP/METALS-IN-OIL/EXPRESSED IN PPM

NATE SERVICE ALUMINUM 1RO ZINC COPPER LEAD SILVER N MOLYBDENUM - CADMIUM
2103786 N No LY L1 .320 L L] M- D

HOTE-THE ANALYSIS OF THIS SAMPLE DOES HOT SHOM ANY ABKORMALLY HIGH ANOUNTS OF DISSOLVED NETALS. THIS DATA SERVES AS A BASELINE UPON
WHLCH FURTHER EVALUATIONS VILL REST. COMMENT - RETEST 1 YEAR.
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LIQUID POWER FACTOR

_DATE  SERVICE 5C 100 ¢
2105/84 L0548 AL 9008 AC

KEY TO ABBREVIATIONS 20 — &ulFRTABLD QU — QUESTIONABLE UN — UNAGUFFTABLE
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